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GENERAL NOTES:

1. VERIFY ALL UTILITIES AND CONNECTION LOCATIONS.

2. CONTRACTOR SHALL VERIFY ALL EXISTING DIMENSIONS PRIOR TO BEGINNING
CONSTRUCTION.

3. COORDINATE WORK WITH SCHEDULES, CONSTRUCTION REQUIREMENTS, AND
SUBCONTRACTORS OPERATIONS. COORDINATE SEQUENCING WITH THE
CONSTRUCTION MANAGER AND PROCEED ONLY AFTER RECEIVING THE RESIDENT
ENGINEERS/COR ACCEPTANCE OF WORK SCHEDULE.

4. WHERE REMOVAL OF EXISTING CONSTRUCTION DISRUPTS EXISTING ELECTRICAL,
MECHANICAL OR PLUMBING SERVICES , MAKE PERMANENT (OR TEMPORARY)
CONNECTIONS TO RESTORE AFFECTED SERVICES TO AREAS NOT SCHEDULED FOR
CONSTRUCTION.

5. ALL WORK SHALL BE SCHEDULED TO BE COMPLETED DURING NORMAL WORKING
HOURS. NORMAL WORKING HOURS IS DEFINED TO BE BETWEEN 4:30AM AND 7:00PM.

PHASING NOTES:
1. NO WORK SHALL BE STARTED THAT AFFECTS EXISTING FACILITY OPERATIONS
WITHOUT PRIOR COORDINATION AND APPROVAL OF THE WORK WITH THE RESIDENT
ENGINEER/COR.

2. NO MORE THAN ONE (1) ROOM WILL BE TURNED OVER TO THE CONTRACTOR AT ANY
ONE TIME. THE VA DOES NOT GUARANTEE THAT ROOMS WILL BE AVAILABLE IN ONE
MOBILIZATION. CONTRACTOR TO COORDINATE AND VERIFY WITH RESIDENT
ENGINEER/COR PRIOR TO MOBILIZATION.

SEE SHEETS I.C.-3, |.C.-8, AND I.C.-10, AND SECTION 01 01 10 (IC) INFECTION CONTROL
REQUIREMENTS.
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GENERAL NOTES:

1. VERIFY ALL UTILITIES AND CONNECTION LOCATIONS.
2. VERIFY ALL EXISTING DIMENSIONS PRIOR TO BEGINNING CONSTRUCTION.

3. COORDINATE WORK WITH SCHEDULES, CONSTRUCTION REQUIREMENTS, AND
SUBCONTRACTORS OPERATIONS. COORDINATE SEQUENCING WITH THE
CONSTRUCTION MANAGER AND PROCEED ONLY AFTER RECEIVING THE RESIDENT
ENGINEERS/COR ACCEPTANCE OF WORK SCHEDULE.

4. WHERE REMOVAL OF EXISTING CONSTRUCTION DISRUPTS EXISTING ELECTRICAL,
MECHANICAL OR PLUMBING SERVICES , MAKE PERMANENT (OR TEMPORARY)
CONNECTIONS TO RESTORE AFFECTED SERVICES TO AREAS NOT SCHEDULED FOR
CONSTRUCTION.

5. ALL WORK SHALL BE SCHEDULED TO BE COMPLETED DURING NORMAL WORKING
HOURS. NORMAL WORKING HOURS IS DEFINED TO BE BETWEEN 4:30AM AND 7:00PM.

PHASING NOTES:
1. NO WORK SHALL BE STARTED THAT AFFECTS EXISTING FACILITY OPERATIONS
WITHOUT PRIOR COORDINATION AND APPROVAL OF THE WORK WITH THE RESIDENT
ENGINEER/COR.

2. NO MORE THAN ONE (1) ROOM WILL BE TURNED OVER TO THE CONTRACTOR AT ANY
ONE TIME. THE VA DOES NOT GUARANTEE THAT ROOMS WILL BE AVAILABLE IN ONE
MOBILIZATION. CONTRACTOR TO COORDINATE AND VERIFY WITH RESIDENT
ENGINEER/COR PRIOR TO MOBILIZATION.

INFECTION CONTROL REQUIREMENTS:

SEE SHEETS I.C.-3, I.C.-8, AND I.C.-10, AND SECTION 01 01 10 (IC) INFECTION CONTROL
REQUIREMENTS.

111 INSTALL CEILING LIFTS 2B, 7C, AND 9C

BID DOCUMENTS

Drawing Title: Project Title: Project Number:
BUILDING 111 SITE ELECTRICAL ——
ilding Number:

9C SOUTH FLOOR PLAN CORRECTIONS R

Approved (Project Director): Location: Drawing Number:

VA Medical Center, Milwaukee, WI

Troy Martinson, PE Date: Checked | Drawn T-004
11/20/2015 TJM JLD Dwg. 12 of 26



Q:\16 NRM\695-16—117 Site Electrical Deficiencies\03—Construction\01—Procurement\03 — FedBizOPs\02—-Amendments\Amendment 002\Drawings\695-16-117 Install Ceiling Lifts 2B 7C and 9C.dwg 5-24-16 08:38:43 AM VHAMIWMobleM

(&) .

oer ] g A\ A\ KBV NOTES:
@ o 0 @
Oy 1" TVTOREMAIN. DO NOT REMOVE. DO NOT MODIEY.
) 2 EXISTING CEILING LIFT TO REMAIN.
ENTERN = 3 XRAY EQUIPMENT TO REMAIN.
L (3) 4 PROVIDE GULDMANN G3 FULL COVERAGE CEILING LIFT SYSTEM.
e B R LIFT CONTRACTOR TO PROVIDE SHOP DRAWINGS AND AS-BUIILTS. LIFT

CONTRACTOR SHALL ENSURE NEW LIFT SYSTEM EQUIPMENT
ACCOMMODATES EXISTING-TO-REMAIN ITEMS AND OTHER EXISTING
CONDITIONS NOT SHOWN BUT READILY VISIBLE BELOW CEILING.

5 RELOCATE SPRINKLER HEAD. SUBMIT COVERAGE CALCULATIONS,
PRODUCT DATA, AND STAMPED SHOP DRAWING.

17/

.
0 [TIAN {[[ E

AL/ T FAW?P? 4 UTE v

| Y )

/ o (w0 D

1/
|

o —{s) JRG - 6  RELOCATE LIGHT.
A ' 7 PROVIDE NEW 24"X36" ACCESS PANEL. GRAINGER ITEM# 2VES7, OR
| s VA-APPROVED EQUAL. PROVIDE DEMO. ABOVE-CEILING FRAMING, AND
: y ] u RELATED WORK.
%go‘f:gx“ﬁ‘é— §  PROVIDE, 6" BELOW CEILING, NEW WALL-MOUNTED 120V, DUPLEX
i OUTLET AND NAMEPLATE ON SAME EMERGENCY CIRCUIT AS HEADWALL
o~ ROOM%T&SJE (@ ama POWER. WIREMOLD NOT ACCEPTABLE.
mx3m,
1 4, dm ‘2", ROOM 7618
W/ SCALE
2X3mxa3m,
%%4{?4"" 550-1b, LEGEND:
b, W/SCALE
@04;:;,(3,“, WISCALE ETR EXISTING TO REMAIN
W/SCA.:LE A ACCESS PANEL
. SPRINKLER HEAD
5 HVAC OUTLET
Y TELEVISION

= DUPLEX OUTLET, 120V
L LIGHT FIXTURE, FLOURESCENT
0 LIGHT FIXTURE, INCANDESCENT

NOTES:

ITEMS SHOWN ARE NOT ALL-INCLUSIVE. BUT SHOWN FOR RELATIVE

LOCATION WITHIN ROOMS WHERE NEW AND RELOCATION WORK IS

/ REQUIRED.

RELOCATIONS: PROVIDE REPAIRS OF MATERIALS WHERE ITEMS ARE

3\ ROOM 9524 /4 ROOM 9512 /5 ROOM 9542 "RELOCATED FROM" TO MATCH EXISTING. SUBMIT SAMPLES FOR NEW
, CEILING TILES, PAINT, WALL PATCHING.

A\

VA MILWAUKEE (CAMPUS)
SCALE: 1/4" = 1'=0"
A 111 INSTALL CEILING LIFTS 2B, 7C, AND 9C BID DOCUMENTS
AMENDMENT 002 05/20/2016 Drawing Title: Project Title: Project Number:
ARCHITECT/ENGINEERS: 16-
_ BUILDING 111 SITE ELECTRICAL _ e

Dept. of Veterans Affairs Clement J. Zablocki VAMC ROOM DETAILS 2446 - 9525 CORRECTIONS Puldng thmber
Medical Center FaC|I|ty Management Division Approved (Project Director): Location: Drawing Number:
5000 W. National Avenue , _ VA Medical Center, Milwaukee, WI
Milwaukee. Wi Engineer: Troy Martinson, PE Troy Martinson, PE Date: Checked  Drawn T-005

— s Designer: Troy Martinson, PE 1112012015 UM JD Dwg. 13 of 26

VA FORM 08-6231



Q:\16 NRM\695-16—-117 Site Electrical Deficiencies\03—Construction\01—Procurement\03 — FedBizOPs\02—-Amendments\Amendment 002\Drawings\695—16-117 Install Ceiling Lifts 2B 7C and 9C.dwg 5-23-16 04:15:14 PM VHAMIWMobleM

RUIULULAVL I_AB 2641
é{ ) 2 L MORGUE
L 2637 C
' HISTOLOGY '
2656 ‘
SUPR MICROBIFILOGY czc
2654 HALLIA
2658 e
BREAK ROOM
/\ b V
. /\ /\ ] 2640 0643
LAB LAB
C2C10
HALLWAY . 2C15
101 Yy
. HAC
2653 ) 2645
MICR%EISC?LOGY LEVEL 5 - ) STORAGE
CONTAINMENT LAB s WA
TOILET FEMALE TOILET, MALE
J |

o T m e
ik A PR ’
2441B !
DRESSING TOIRET, PATIE
2441 — 2445 5 2490
—\ /] TREATMENT | TREATMENT ¢ 7 MPUTER
Diain f CONJROL ROOM
1/ 2443
WAITING
OFFICE 9488
4 O . B MRl SCAN
/\,J[\/M\ \/ o
FIRE B028¢
APPARATUS C2B15 114
HALLWAY
24398 L 2446A \/ | W\/‘ { R =
REATMENT 2449 2 CONTROL | (P . J
ROOM 3 VIEWING 5\/\% = P
- 2468 b
- " ULTRASOUND 2487 X
) N— T ~~—" 2446 N/ ULTRASOUND
i@ r 2486
2438A 24468 TREATMENT 0 1 MRl CONTROL
2439 QUIPMENT|| TOILEZ— ROOM #6 \/\/
WAITING ) =
AREA . 2467 _
OFFICE
ba 2482
2465A g VIEWING
HQUIPMENT SﬁiSED .
C2B16 2438 STORAGE ( ULTRASOUND
HALLWAY ANGIO 2 I |
7 2462
137A OFFICE
2459A 2479B C2B19
SUPPLY C2B14
FQUIPMENT HALLWAY PATIENT HALLWAY
:l L
HOLDING
} 2460
. . e  OFFICE
\ ]
2436 2459
MER l PT.
" WAITING
;-i DRESSING AREA 2476
| \ D458 ROOM FLUOROSCOPY n
VA MILWAUKEE (CAMPUS)
SCALE: 1/8" = 1'-0"
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Revisions:
VA FORM 08-6231

Date

Medical Center

Milwaukee, WI

Dept. of Veterans Affairs

5000 W. National Avenue

Clement J. Zablocki VAMC
Facility Management Division

Engineer: Troy Martinson, PE
Designer: Troy Martinson, PE

INFECTION CONTROL NOTES

A. INFECTION CONTROL CLASS & REQUIRED DURING WORK.
3. DURING DOOR REMOVAL:

a.
D.

PROVIDE NEGATIVE PRESSURE.

PLASTIC SHEETING BUMPOUT IN CORRIDOR SHALL Bt MINIMAL, HAVE ZIPPER
DOOR. POST ONTO PLASTIC ENCLOSURE PROJECT SIGNAGE, ICRA, AND
EMERGENCY CONTACTS LIST.  TAPE PERIMETER CONTINUOUSLY, NO GAPS, WITH
PAINT=SAFE RED PLASTIC TAPE.

PROVIDE HEPA UNIS PER SPECIFICATIONS AT ONE LOCATION, EXHAUSTING OUT
A WINDOW, EXCEPT ROOM 2469, WHICH SHALL BE SCRUBBER ONLY

(EXHAUSTED INSIDE ROOM).

. COVER AND COMPLETELY SEAL WITH PAINT—=SAFE RED PLASTIC TAPE.:

ALL INLETS AND OUTLETS INSIDE CONTAINMENT.

. TAPE ENTIRE PERIMETER OF EACH DOOR INSIDE AND ADJACENT TO WORK

/ONE LIMITS.

I, OTHER ELECTRICAL FIXTURES.

°
|||o

iv. AROUND EXISTING FURNITURE, CASEWORK, AND ITEMS ON SAME.

V.
vi. HEPA EXHAUST TO WINDOW, OPENED AND CLOSED BY VA,

.o
\/||.

LEGEND:
HS

. MINIMIZE DURATION OF WORK.

AT HEPA EXHAUST UNITS, PLASTIC SHEET OPENINGS ADJACENT TO WORK ZONE
AND FIELD FABRICATE MOUNTING PANEL TO FIT ROOM WINDOW.
DOES NOT APPLY
10 ROOM 2469.

HEPA UNITS EXHAUST PORT MAY Bt CONNECTED DIRECTLY TO PLASTIC

SHEETING IF FEASIBLE, AT CONTRACTOR’S DISCRETION.,

. NO NEGATIVE AR MONITOR REQUIRED.

COVER SMOKE DETECTORS AND SUBMIT FIRE ALARM SYSTEM OUTAGE.
THIS REQUIREMENT ALLOWS FOR NORMAL

SHIFTS, CONSECUTIVE DAYS.

. WHEN WORK IS COMPLETE AND ACCEPTED BY COR:
I. BROOM CLEAN.
i, REMOVE INFECTION CONTROL MEASURES.

HEPA SCRUBBER UNIT
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VA FORM 08-6231

Milwaukee, WI

Dept. of Veterans Affairs
Medical Center

5000 W. National Avenue
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VA MILWAUKEE (CAMPUS)
SCALE: 1/8" = 1'=0"
05/20/2016 ARCHITECT/ENGINEERS:

Clement J. Zablocki VAMC
Facility Management Division

Engineer: Troy Martinson, PE
Designer: Troy Martinson, PE

INFECTION CONTROL NOTES

A. INFECTION CONTROL CLASS 5 REQUIRED DURING WORK.
3. DURING DOOR REMOVAL:
a. PROVIDE NEGATIVE PRESSURE.
. PLASTIC SHEETING BUMPOUT IN CORRIDOR SHALL BE MINIMAL, RAVE ZIPPER

DOOR. POST ONTO PLASTIC ENCLOSURE PROJECT SIGNAGE, [CRA, AND
EMERGENCY CONTACTS LIST.  TAPE PERIMETER CONTINUOUSLY, NO GAPS, WITH
PAINT=SAFE ReD PLASTIC TAPE.

c. PROVIDE HEPA UNITS PER SPECIFICATIONS AT ONE LOCATION, EXHAUSTING OUT

A WINDOW, EXCEPT ROOM 2469, WHICH SHALL BE SCRUBBER ONLY

(EXHAUSTED INSIDE ROOM),

d. COVER AND COMPLETELY SEAL WITH PAINT—=SAFE RED PLASTIC TAPE.:

. ALL INLETS AND OUTLETS INSIDE CONTAINMENT.

i TAPE ENTIRE PERIMETER OF EACH DOOR INSIDE AND ADJACENT TO WORK
/ONE  LIMITS.

. OTHER  ELECTRICAL FIXTURES.

iv. AROUND EXISTING FURNITURE, CASEWORK, AND ITEMS ON SAME.

v. AT HEPA EXHAUST UNITS, PLASTIC SHEET OPENINGS ADJACENT TO WORK ZONE
AND FIELD FABRICATE MOUNTING PANEL TO FIT ROOM WINDOW.

vi. HEPA EXHAUST TO WINDOW, OPENED AND CLOSED BY VA, DOES NOT APPLY
10 ROOM 2469.

vil. — HEPA UNITS EXHAUST PORT MAY BE CONNECTED DIRECTLY TO PLASTIC

SHEETING IF FEASIBLE, AT CONTRACTOR’S DISCRETION.

e. NO NEGATIVE AR MONITOR REQUIRED.

f. COVER SMOKE DETECTORS AND SUBMIT FIRE ALARM SYSTEM OUTAGE.

g. MINIMIZE DURATION OF WORK.  THIS REQUIREMENT ALLOWS FOR NORMAL
SHIFTS, CONSECUTIVE DAYS.

h. WHEN WORK IS COMPLETE AND ACCEPTED BY COR:

. BROOM CLEAN.

i REMOVE INFECTION CONTROL MEASURES.

LEGEND:

HEPA SCRUBBER UNIT
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20/201
05/2072015 ARCHITECT/ENGINEERS:

Date

Dept. of Veterans Affairs
Medical Center

5000 W. National Avenue
Milwaukee, WI

Clement J. Zablocki VAMC
Facility Management Division

Engineer: Troy Martinson, PE
Designer: Troy Martinson, PE

A. INFECTION CONTROL CLASS & REQUIRED DURING WORK.

3. DURING DOOR REMOVAL:

. PROVIDE NEGATIVE PRESSURE.

CPLASTIC SHEETING BUMPOUT IN CORRIDOR SHALL Bt MINIMAL, HAVE ZIPPER

DOOR. POST ONTO PLASTIC ENCLOSURE PROJECT SIGNAGE, ICRA, AND
EMERGENCY CONTACTS LIST.  TAPE PERIMETER CONTINUOUSLY, NO GAPS, WITH
PAINT=SAFE ReD PLASTIC TAPE.

. PROVIDE HEPA UNITS PER SPECIFICATIONS AT ONE LOCATION, EXHAUSTING OUT

A WINDOW, EXCEPT ROOM 2469, WHICH SHALL BeE SCRUBBER ONLY
(EXHAUSTED INSIDE ROOM),

. COVER AND COMPLETELY SEAL WITH PAINT=SAFE RED PLASTIC TAPE.:
. ALL INLETS AND OUTLETS INSIDE CONTAINMENT.
i TAPE ENTIRE PERIMETER OF EACH DOOR INSIDE AND ADJACENT TO WORK

/ONE LIMITS.

. OTHER ELECTRICAL FIXTURES.
iv. AROUND EXISTING FURNITURE, CASEWORK, AND ITEMS ON SAME.
v. Al HEPA EXHAUST UNITS, PLASTIC SHEET OPENINGS ADJACENT TO WORK ZONE

AND FIELD FABRICATE MOUNTING PANEL TO FIT ROOM WINDOW.

vi. HEPA EXHAUST TO WINDOW, OPENED AND CLOSED BY VA, DOES NOT APPLY
10 ROOM 2469.

HEPA UNITS EXHAUST PORT MAY BE CONNECTED DIRECTLY TO PLASTIC

SHEETING |F FEASIBLE, AT CONTRACTOR'S DISCRETION.
e. NO NEGATIVE AIR MONITOR REQUIRED.
. COVER SMOKE DETECTORS AND SUBMIT FIRE ALARM SYSTEM OUTAGE.
- MINIMIZE DURATION OF WORK.  THIS REQUIREMENT ALLOWS FOR NORMAL

SHIFTS, CONSECUTIVE DAYS.

. WHEN WORK IS COMPLETE AND ACCEPTED BY COR:
. BROOM CLEAN.
il REMOVE INFECTION CONTROL MEASURES.

HEPA SCRUBBER UNIT
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